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35

CENTER LOCK REHABILITATION

HOOD CANAL BRIDGE

SR 104

20C517

E13

EQUIPMENT MOUNTING DETAILS

N.T.S.

PROXIMITY SENSOR MOUNTING

NOTES:

C. SVARA

D. MARRONE

A. NOBLE

N.T.S.

1
-

2
-

DETAIL

N.T.S.

2
-

1
-

DETAIL

NOTE 5

3"

3
 
1
/8
 
"

1
"

1"

 3
/8 

"

 
3/16 "

34

6"  1/4 "

5" SLOT

4 1/4 "

2"

4 1/2 "

1
0
"

 
1
/4
 
"

�
SWITCH
LIMIT 

SWITCH JUNCTION BOX
CENTER LOCK LIMIT 

PANEL
LOCAL CONTROL 
CENTER LOCK 

REUSE EXISTING CONDUIT REUSE EXISTING CONDUIT

UNLOCKED LIMIT SWITCH
NORTH CENTER LOCK 

LOCKED LIMIT SWITCH
NORTH CENTER LOCK 

 �
 

(ASTM A36)
3" x 3 1/8" x 1/4" 

MOUNTING PLATE
SWITCH 
UNLOCKED LIMIT 
CENTER LOCK 

NOTE 5

AND DRILL FOR MOUNTING
FIELD LOCATE LIMIT SWITCH 

9
"

1 1
/16
 "

 AND TESTING
 AFTER FINAL ALIGNMENT
TACK WELD BOTH SIDES

WELD - BOTH SIDES)
WELDED IN PLACE (FILLET 
FIELD LOCATED AND 
SWITCH TARGET TO BE 
1/2" x 1/2" x 1 1/2" LIMIT 

HARDWARE SHOWN FOR CLARITY.
NOT ALL LIMIT SWITCH AND MOUNTING 5.

BE ASTM A36 STRUCTURAL STEEL.
MOUNTING PLATES AND TARGET SHALL 
316 STAINLESS STEEL. LIMIT SWITCH 
ALL MOUNTING HARDWARE SHALL BE 4.

LOCATIONS.
FINAL CENTER LOCK LIMIT SWITCH 
CONTRACTOR SHALL FIELD LOCATE 3.

INBOARD SIDE OF THE CENTER LOCKS. 
CONDUITS ARE MOUNTED ON THE 
SWITCHES WITH ASSOCIATED LFMC 
LOCKED AND UNLOCKED LIMIT 2.

FOR SOUTH CENTER LOCK.
NORTH CENTER LOCK SHOWN, TYPICAL 1.
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35

CENTER LOCK REHABILITATION

HOOD CANAL BRIDGE

SR 104

20C517

NOTES:

E14

PONTOON CONDUIT LAYOUT

BODY
SEAL CONDUIT 
CAP AND   

(EX)
TB-1003

(EX)
TB-1002

(EX)
MTS

N.T.S. N.T.S.

A
--

A
--

 (TYP)
 SUPPORT
PLATFORM

 (TYP)
 GRATING
PLATFORM

HANDRAIL

 (TYP)
 OPENING
 GRATING
PLATFORM

 ZONE
 POWER

MINI

CN1

CN2

CN3

CN4

CN5

CN6

CN9

CN7 CN8

CN12 CN13 CN10 CN11

CN14

CN19

CN24

C. SVARA

D. MARRONE

CN10

CN12

CN11

CN13

CN19CN14

CN14

PBCL1

PBCL2

A. NOBLE

(EX)
PANEL 
CONTROL 
LOCK 
CENTER 

(EX)
HANDRAIL 

EAST WALL

PONTOON ZB CELL B2 

SOUTH WALL

PONTOON ZB CELL B2 

SWITCH DS-MTS-CL
DISCONNECT 

CN9

CN10

 CN14
CN10, CN12,

CN14
CN10, CN13, 

CN10, CN14

 PANEL
 CONTROL

 LOCK
 CENTER

AUXILIARY

 CONTACTOR (EX)
 LIGHTING

EMERGENCY

(EX)
 TRANSFORMER

 POWER
 CONTROL

1.5KVA

VIEW: BELOW GRATING

NOTE 8
 FOOTPRINT
NORTH HPU

NOTE 8
FOOTPRINT
SOUTH HPU 

35

EQUIPMENT. 
POWER UNIT AND ELECTRICAL 
CLEARANCE AROUND THE HYDRAULIC 
TO PROVIDE MAXIMUM WORKING 
FIELD LOCATE HYDRAULIC POWER UNIT 8.

LESS THAN 3'-6".  
TO ENSURE WORKING SPACE OF NO 
HYDRAULIC EQUIPMENT OR PIPING, AND 
SO AS NOT TO INTERFERE WITH ANY 
HYDRAULIC POWER UNIT ASSEMBLIES 
BE LOCATED ON THEIR RESPECTIVE 
THE SOUTH HPU TERMINAL BOX SHALL 
THE NORTH HPU TERMINAL BOX AND 7.

NOT INTERFERE WITH HYDRAULIC LINES. 
ALL CONDUIT SHALL BE ROUTED TO 6.

FOR CLARITY. 
NOT ALL PLATFORM GRATING SHOWN 5.

PRIOR TO CUTTING. 
RECEIVED THE ENGINEER'S ACCEPTANCE 
NEW GRATING OPENINGS SHALL HAVE 4.

PLATFORM GRATING AS POSSIBLE. 
REUSE EXISTING OPENINGS IN THE 3.

SHOWN FOR CLARITY.
NORTH HPU AND SOUTH HPU ARE NOT 2.

TO BE MODIFIED IS SHOWN.
ONLY NEW EQUIPMENT AND EQUIPMENT 1.
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